
HOT-AIR WELD

TREATED WOOD NAILER TO

MATCH HEIGHT OF INSULATION

NOTES:

1.

2.

WEIGHT OF UNIT TO BE EVENLY DISTRIBUTED OVER CROSS-SECTIONAL AREA

OF EXPOSED WOOD NAILER.

IF WEIGHT OF UNIT EXCEEDS MAXIMUM ALLOWED BY INSULATION MANUFACTURER, 

A TREATED WOOD NAILER BELOW THE ROOF MEMBRANE IS REQUIRED.

3. NAILERS SHALL BE SECURELY ANCHORED TO THE DECK TO RESIST A FORCE 

OF 300 POUNDS PER LINEAL FOOT IN ANY DIRECTION.

MEMBRANE FLASHING FULLY ADHERED

TO ACCEPTABLE SUBSTRATE

MEMBRANE FLASHING HOT-AIR WELDED

MEMBRANE PROTECTION LAYER

SUBSTRATE

(SEE ARCH/STRUCT. DWGS.)
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